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PUBLIC NOTICE 

 
Intertek Warns of COUNTERFEIT  

INTERTEK Authorization to Mark (ATM) FOR Water Source Heat Pump 
 

Published: December 4, 2018 
 
Intertek notifies consumers, retailers and distributors that the Intertek Authorization to Mark (ATM) for Water 
Source Heat Pump (Ref. Control Number 4004346) dated December 14, 2011 is invalid and has been 
determined to be counterfeit. 
 
This product has not been evaluated by Intertek and it is unknown if this product complies with any applicable 
regulatory requirements. 
 

Identifying Information Regarding Invalid/Counterfeit Test Report 
 

Title  Authorization to Mark (ATM)  
Control / Report 
Number 

4004346 / SH11091049-001 

Date December 14, 2011 
Product Water Source Heat Pump 
Company Suzhou Pharma Machinery Company Ltd. 
Standards Referenced UL 1995 and CSA C22.2 No. 236-05 

Standard for safety for heating and cooling equipment, pass box, air shower, 
transformer, 3rd Edition, issued February 18, 2005 with revision through and 
including July 30, 2009. 

Hazards Involved Unknown as these products have not been tested or otherwise evaluated by 
Intertek for Performance, Safety, Quality or Reliability. 

What to Do Use should be immediately discontinued, and any products should be return to the 
point of purchase. 

 
A copy of the first page of the counterfeit document is provided for reference. 
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